Facility Summary in Blaine County in the City of Chinook

Location: CHS BIG SKY CHINOOK Facility Code: 17941
135 1st St Last Inspected On: 03/30/2022
Chinook, MT 59523 Blaine System Facility ID:03-10274 Operating Permit Renewal Date: 05/07/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Inver Grove Heights 8002323639

Operator Contact: Nick Ramberg;Steve Kleinjan;Suzanne Skoyen 4063572280

Owner/Operator: CHS Inc Inver Grove Heights

Don Cornell, UST Class B Operator

Nick Ramberg, UST Class A Operator

Nick Ramberg, UST Class B Global Operator
Steve Kleinjan, UST Class A Operator
Suzanne Skoyen, UST Class A Operator

TREITls Gl 1 Tank Age 27 E‘;‘g lusiatllz) 04/01/1995 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Ball Float Valve
””””””””””””””” o ..  Pipingnstalled . ... Tank oo Piping oo .o
Tag Number 962 Spill Test Date 03/08/2022 Date 03/09/2013 S Double-Walled oSG Double Walled AST No

Continuous

Currently in Sump Tightness Catastrophic L.D Interstitial
Tank Status y MLLD Test Date P19 09/14/2019 p : Monitoring;Electro Piping Type Pressurized CP Met Types Non-corrodible
Use Test Date Type 3.0 S
nic Line Leak
Detector
. . ) . . Continuous
Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe P
Product Diesel PLLD Test Date 04/12/2022 Test Date 12/18/2012 Leak Detection Gauging 0.2 Detection :\Dl]ger:iigf'liﬁlg Vapor Recovery No
”””””””””””””””””””””””””””” o Continuous e oo
. Line Tightness Secondary Tank o Secondary Pipe

Capacity 10000 ATG Test Date 03/30/2022 Test Date Leak Detection Inter_st|t|_a| Detection Energy Act No

Monitoring

Gilbarco-Veeder

RoOOt/TLS-

Overfill Test Date ATG Type 450;Veeder

Root/8590 Series

DPLLD
LEULSERbE 12 Tank Age 27 fankinstalled - 54/01/1 905 Tank Material  Steel Clad Piping Material  Flexible Plastic  Overfill Types  Ball Float Valve
””””””””””””””” o ..  Pipingstalled . ... Tank oo Piping oo .o
Tag Number 963 Spill Test Date 03/08/2022 Date 03/09/2013 Construction Double-Walled Construction Double Walled AST No
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Report Created: 11/1/2022

03/30/2022

04/01/1995

04/01/1995

Continuous
Interstitial
Monitoring;Electro
nic Line Leak
Detector
Automatic Tank
Gauging 0.2
Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Steel Clad

Continuous
Interstitial
Monitoring;Electro
nic Line Leak
Detector
Automatic Tank
Gauging 0.2
Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Ro0t/8590 Series
DPLLD

Steel Clad

Continuous
Interstitial
Monitoring;Electro
nic Line Leak
Detector
Automatic Tank
Gauging 0.2
Continuous
Interstitial
Monitoring
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Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Ball Float Valve

Ball Float Valve



Report Created: 11/1/2022

03/08/2022

04/01/1995

04/01/1995

04/01/1995

03/09/2013

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Steel Clad

Continuous
Interstitial
Monitoring;Electro
nic Line Leak
Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Steel Clad

Continuous
Interstitial
Monitoring;Electro
nic Line Leak
Detector

Automatic Tank
Gauging 0.2

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Steel Clad

Double-Walled
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Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

Double Walled

Ball Float Valve

Ball Float Valve

Ball Float Valve



Continuous

_ . . Interstitial
Tank Status Currently in MLLD Test Date ST T TS5 05/16/2016 CeizsilEie LD Monitoring;Electro Piping Type Pressurized CP Met Types Non-corrodible
Use Test Date Type 3.0 S
nic Line Leak
Detector
_ . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Diesel PLLD Test Date 04/12/2022 Test Date 12/18/2012 Leak Detection Gauging 0.2 Detection :\%er:ist(t)ltrlienllg Vapor Recovery No
””””””””””””””””””””””””””””” o ContinuouS e oo
. Line Tightness Secondary Tank - Secondary Pipe
Capacity 12000 ATG Test Date 03/30/2022 Test Date Leak Detection IMnter§t|t[al Detection ELLD 0.2 Energy Act No
onitoring
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date ATG Type EMC:Veeder
Root/8590 Series
DPLLD
Facility Summary in Blaine County in the City of Chinook
Location: EZZIES WHOLESALE INC CHINOOK Facility Code: 17922
40450 US Hwy 2 Last Inspected On: 05/11/2021
Chinook, MT 59523 Blaine System Facility ID:03-07801 Operating Permit Renewal Date: 10/30/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ezzies Wholesale Inc

Operator Contact: David Skiff 4066542331

Owner/Operator: Ezzies Wholesale Inc

David Skiff, UST Class A Operator

David Skiff, UST Class B Global Operator
David Skiff, UST Class B Operator

Durwin Williams, UST Class B Operator
Shannon Partridge, UST Class B Operator
Sherry Ortner, UST Class B Operator
Trisha Huestis, UST Class B Operator

Tank Code 06 Tank Installed . Fiberglass - . . . . .
Tank Age 10 Date 05/01/2012 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank K Piping
Tag Number 5332 Spill Test Date Date 09/22/2011 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 05/11/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

05/01/2012

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

05/01/2012

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

05/01/2012

Currently in Electronic Line
Use 05/11/2021 Leak Detector
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Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Pressurized Non-corrodible



Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

05/01/2012

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Fiberglass
Reinforced Plastic

05/01/2012

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350;Gilbarco-
Veeder Root/TLS-
350/Gilbarco EMC

Facility Summary in Blaine County in the City of Chinook

Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring

Flexible Plastic High Level Alarm

Continuous
Interstitial No
Monitoring

Location: TOWN PUMP CHINOOK Facility Code: 17932
108 New York St Last Inspected On: 12/15/2021
Chinook, MT 59523 Blaine System Facility ID:03-08688 Operating Permit Renewal Date: 04/01/2025
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Chinook 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Chinook 1 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code o6 1 - - Ball Float
Tank Installed - Fiberglass Af - Fiberglass . .
Tank Age 29 Date 01/01/1993 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types xg:xg,Flapper
TagNumber 282 | Spill TestDate  ozieiozz  FPN@nstalled yoo0p0, o Tank Piping DoubleWaled ~ AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUGURNS 0000 EECEECUSUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date 07/24/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical ; 8 Continuous
Product Diesel PLLD Test Date  06/21/2022 Eg:‘g;{’;”g CP 11182012 E;g‘?(a&tz?i'gn Inventory Pl s Interstitial Vapor Recovery  No
Reconciliation Monitoring
. . : Statistical
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/21/2022 Test Date 11/03/2006 Leak Detection Detection Inventory Energy Act No
Reconciliation
. Gilbarco-Veeder
Overfill Test Date 02/16/2022 ATG Type ROOU/TLS-350
Uil Bl 08 Tank Installed Fiberglass Ball Float
Tank Age 29 Date 01/01/1993 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types xg:xg;Flapper
TagNumber 2384 | Spill TestDate  o2iezozz  FPNGnstalled op0pnp0  Tank Piping DoubleWaled ~ AST N
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, L NN Eecru i 0000 EareEuURNEEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 07/24/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Gasoline PLLD Test Date 06/21/2022 11/28/2012 x Inventory ; Interstitial Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Monitoring
. : . Statistical
Capacity 12000 ATG Test Date 06/21/2022 L2 M 11253 11/03/2006 SEHIC Y '!'ank Seconglary e Inventory Energy Act No
Test Date Leak Detection Detection PR
Reconciliation
. Gilbarco-Veeder
Overfill Test Date 02/16/2022 ATG Type ROOYTLS-350
Tank Code 09 ) Ball Float
Tank Age 29 Vel sl iz 01/01/1993 Tank Material Fiberglass Piping Material Flexible Plastic Overfill Types Valve;Flapper
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Date

Reinforced Plastic

Page [7] of [18]

Valve



Piping Installed

Piping

| . Spil Testbate  O2OR022  pale CPOZO20 - constructon Construction  Powblewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . : .
Tank Status Use MLLD Test Date Test Date 07/24/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Statistical . . Continuous
Product Gasoline PLLD Test Date 06/21/2022 $22tkg3;?éng i 11/28/2012 E;g?(agétzac?il;n Inventory [P)gtn;?{%, Elpe Interstitial Vapor Recovery No
Reconciliation Monitoring
. . ; Statistical
n Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/21/2022 Test Date 11/03/2006 Leak Detection Detection Inventory _ Energy Act No
Reconciliation
. Gilbarco-Veeder
Overfill Test Date 07/12/2021 ATG Type ROOYTLS-350
Tank Code 10 Tank Installed . Fiberglass . . . . .
Tank Age 21 Date 06/01/2001 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank K Piping
| . Spil Testbate  OTHZEOZL  pale 1002012 construction  POUPEWAISd - coniruction  Powplewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 07/24/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Statistical . . Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel, Dyed PLLD Test Date 06/21/2022 . Inventory : Interstitial Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Monitoring
Capacity 10000 ATG Test Date  06/21/2022 LN TGhiness ;1 /,05006 Sisuslulely Ualile ﬁ?gflsrsll:lgrs Sy Py it\?gr?ttfsl Energy Act No
Test Date Leak Detection Monitoring Dt Reconciliation
. Gilbarco-Veeder
Overfill Test Date 07/12/2021 ATG Type ROOYTLS-350
Tank Code 11 Tank Installed : Fiberglass . . . ) .
Tank Age 21 Date 06/01/2001 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank K Piping
I | Spil Testbate  O2ORO22  pale 10092012 Construction  POUPEWAISd - congiruction  Powplewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 07/24/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Statistical . . Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel PLLD Test Date 06/21/2022 - Inventory : Interstitial Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Monitoring
. Line Tightness Secondary Tank Continuous Secondary Pipe Statistical
Capacity 5000 ATG Test Date 06/21/2022 Test Date 11/05/2006 Leak Detection Interstitial Detection Inventory Energy Act No
Monitoring Reconciliation
. Gilbarco-Veeder
Overfill Test Date 07/12/2021 ATG Type ROOYTLS-350
VR (E2eE 07 Tank Installed Fiberglass Ball Float
Tank Age 29 Date 01/01/1993 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types xg:xg;Flapper
TagNumber 4s2 | Spill TestDate o720z FPNGnstalled opppnp0 o Tank Piping DoubleWaled ~ AST N
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 07/24/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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- " Statistical 5 n Continuous
Product Diesel PLLD Test Date  06/21/2022 iggi‘g;{’;”g CP 1182012 E;g‘?(a&;i?i'gn Inventory Pl s Interstitial Vapor Recovery  No
Reconciliation Monitoring
" n : Statistical
- Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/21/2022 Test Date 11/03/2006 Leak Detection Detection Inventory ‘ Energy Act No
Reconciliation
. Gilbarco-Veeder
Overfill Test Date 07/12/2021 ATG Type ROOU/TLS-350
LE S 12 Tank Age 0 EZ?J; iz e Tank Material Unknown Piping Material Unknown Overfill Types
”””””””””””””” - .. Ppipinglnstalled ... Tank  Piping e
Tag Number 5417 Spill Test Date Date 10/03/2012 Construction Construction AST No
Sump Tightness Catastrophic L.D - .
Tank Status Other MLLD Test Date Test Date Type 3.0 Piping Type Not Listed CP Met Types
DEF (Not Tank/Piping CP Primary Tank . Primary Pipe .
I Regulaie) LD TESERRE TestDate Leak Detection  NOtHed Detection Mortised ] .
n Line Tightness Secondary Tank Secondary Pipe .
Capacity 5000 ATG Test Date Test Date Leak Detection Detection Not Listed Energy Act No
Overfill Test Date ATG Type
Tank Code 13 Tank Installed n Fiberglass A ; Fiberglass q
Tank Age 2 Date 02/10/2020 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 5914 Spill Test Date 07/12/2021 Date 02/10/2020 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date 07/24/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Continuous 5 n Continuous
Product Gasoline PLLD Test Date 06/21/2022 iggf{g’;{’éng €p E;gllagétzac?ilgn Interstitial I:P)gtne]gtri){) E'pe Interstitial Vapor Recovery Yes
Monitoring Monitoring
" n Statistical : Statistical
Capacity 6000 ATG Test Date 06/21/2022 'II_'Iens? 'Iglgtlgtness E:;E %dea:;%ggﬂk Inventory ngg;?oar:y Fine Inventory Energy Act Yes
Reconciliation Reconciliation
Gilbarco-Veeder
Root/TLS-
Overfill Test Date 07/12/2021 ATG Type 350;Veeder
Root/8484 Series
PLLD

Facility Summary in Blaine County in the City of Harlem

Location: E Z MART
42485 US Hwy 2
Harlem, MT 59526 Blaine

Facility Code: 17896
Last Inspected On: 03/28/2022

System Facility 1D:03-05982 Operating Permit Renewal Date: 07/09/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: E Z Mart 4063532335
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Operator Contact: Deb Newman;Douglas McCracken 4063532335
Owner/Operator: E Z Mart
Bobby Dolphay, UST Class B Operator
Deb Newman, UST Class A Operator
Deb Newman, UST Class B Operator
Douglas McCracken, UST Class A Operator
Douglas McCracken, UST Class B Operator
Lorna Chavez, UST Class B Global Operator
Tank Code | o4 ] Tank Installed o oon oo I Cathodically | = o T I I
Tank Age 29 Date 08/01/1993 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 3265 Spill Test Date 08/17/2021 gy lusiizle UELTLS n Pl " Double Walled AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNNS 0000 EECEECUSUNNNEES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 05/10/2021 Test Date 08/17/2021 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. . ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date 05/10/2021 Test Date 10/11/2021 Leak Detection Detection Inter_stlt[al Energy Act No
Monitoring
Overfill Test Date  05/10/2021 ATG Type g;girCOIEMC
Tank Code 05 Tank Installed ; Cathodically fef : . ) g .
Tank Age 29 Date 08/01/1993 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 3266 Spill Test Date  08/17/2021  Fiping Installed e gty Double Walled ~ AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, ECL AN 0 EoiCCDURNNNS 000 ENGECCBUNNNNES 0 NN 00
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/10/2021 Test Date 08/17/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. : . Continuous
Capacity 12000 ATG Test Date 05/10/2021 LIy M 011253 01/21/2022 SEHIC Y '!'ank Seconglary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
Overfill Test Date  05/10/2021 ATG Type g’;‘s’i‘fc"’ EMC
Tank Code 06 Tank Installed - Cathodically - . . . . .
Tank Age 29 Date 08/01/1993 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 3267 Spill Test Date 08/17/2021 Date ConeiEiem SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 05/10/2021 Test Date 08/17/2021 Lerk Daicsiiom Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
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Line Tightness

Secondary Tank

Secondary Pipe

Continuous

Capacity 12000 ATG Test Date 05/10/2021 Test Date 01/21/2022 Leak Detection Detection |nter;nn_a| Energy Act No
Monitoring
Overfill Test Date  05/10/2021 ATG Type Cilbarco/EMC
Tank Code 07 Tank Installed . Cathodically A ; : : q .
Tank Age 29 Date 08/01/1993 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 3268 Spill Test Date  08/17/2021  Fiping Installed UL gl Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Diesel yed  PLDTestbate  OOMOZOZL  ftestbaie COLIZ02L  LeakDetection  Gauging02 _[Defection ooz ] .
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 12000 ATG Test Date 05/10/2021 Test Date 01/21/2022 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Overfill Test Date  05/10/2021 ATG Type Gilbarco/EMC
Tank Code 08 Tank Installed ; Cathodically - . . . . .
Tank Age 29 Date 08/01/1993 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm
Tag Number 3269 Spill Test Date  08/17/2021  H\Ping Installed VEmE Pl Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 05/10/2021 Test Date 08/17/2021 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
" n : Continuous
- Line Tightness Secondary Tank Secondary Pipe -
Capacity 12000 ATG Test Date 05/10/2021 Test Date 01/21/2022 Leak Detection Detection Eter;nqal Energy Act No
onitoring
Overfill Test Date  05/10/2021 ATG Type Gilbarco/EMC

Basic

Location: LITTLE RIVER TRADING POST
148 Assiniboine Ave
Harlem, MT 59526 Blaine

Facility Summary in Blaine County in the City of Harlem

System Facility 1D:03-09729

Facility Code: 17939

Last Inspected On: 11/04/2020

Operating Permit Renewal Date: 03/10/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Fort Belknap Indian Community

4063532205

Operator Contact:

Owner/Operator: Fort Belknap Indian Community

Report Created: 11/1/2022
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Kermit Snow, UST Class B Operator

05/22/2021

Report Created: 11/1/2022

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Flapper Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/

Cathodically Fiberglass
Protected Steel Reinforced Plastic

Flapper Valve

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/
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Tank Code 04 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 34 Date 08/02/1988 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3823 Spill Test Date  05/22/2021  Fiping Installed el Pty None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0000 EEECCBUNNNEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbate  IUOA2020  festpate COLIZ02L  LeakDetection  Gauging02 [Defection ez ] .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 07/06/2020 Lerk e Detection Energy Act No
Gilbarco-Veeder
RooOt/TLS-
Overfill Test Date 05/22/2021 ATG Type 350/Gilbarco
EMC;Veeder
Root/

Facility Summary in Blaine County in the City of Turner

Location: CHS BIG SKY TURNER
US Hwy 241
Turner, MT 59542 Blaine

Facility Code: 30492
Last Inspected On: 04/22/2020

System Facility 1D:56-13805 Operating Permit Renewal Date: 06/21/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Inver Grove Heights 8002323639
Operator Contact: Nick Ramberg;Steve Kleinjan 4063572280
Owner/Operator: CHS Inc Inver Grove Heights
Don Cornell, UST Class B Operator
Nick Ramberg, UST Class A Operator
Nick Ramberg, UST Class B Global Operator
Steve Kleinjan, UST Class A Operator
Steve Kleinjan, UST Class B Global Operator
Steve Kleinjan, UST Class B Operator
LSS0l S5 Tank Age 25 BZ?: Tl fze 08/14/1997 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
””””””””””””””” o .o Pipinglnstalled ~ Tank  Piping oo e
Tag Number 3606 Spill Test Date Date Construction Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D Mechanical Line - !
Tank Status Use MLLD Test Date 03/19/2020 Test Date 05/05/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank . Primary Pipe MLLD Line
Product Diesel PLLD Test Date Test Date Leak Detection Not Listed Detection Tightness Testing Vapor Recovery No
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08/14/1997

08/14/1997

08/14/1997

03/19/2020

Vaporless
Manufacturing/Va
porless 99LD-
2000

Continuous
Interstitial
Monitoring

Mechanical Line
Leak Detector

Manufacturing/Va
porless 99LD-
2000

Unknown

Mechanical Line
Leak Detector
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Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Flexible Plastic

MLLD Line
Tightness Testing
Continuous
Interstitial
Monitoring

Flexible Plastic

MLLD Line
Tightness Testing

Continuous
Interstitial
Monitoring




Overfill Test Date

ATG Type

Vaporless
Manufacturing/Va
porless 99LD-
2000

LSS0l S3 Tank Age BZ?: Tl fze 08/14/1997 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
””””””””””””””” o ... Pipinglnstalled ~ Tank  Piping oo e o
Tag Number 971 Spill Test Date Date - oS TEien Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A .
Tank Status Use MLLD Test Date Test Date 05/05/2017 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Primary Pipe MLLD Line
PIEE ! Gasoline FLERIIEES I Test Date Leak Detection Detection Tightness Testing ViEEEl [HEEE R
. . - Continuous
. Line Tightness Secondary Tank Secondary Pipe s
Capacity 10000 ATG Test Date Test Date 03/19/2020 Leak Detection Detection Inter_stltl_al Energy Act No
Monitoring
Vaporless
5 Manufacturing/Va
Overfill Test Date ATG Type porless 99LD-
2000
Tank Code S4 Tank Age 25 E";‘: Tnsilze 08/14/1997 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
””””””””””””””” o .o Pipinglnstalled ~ Tank  Piping oo e o
Tag Number 972 Spill Test Date Date - S o Double Walled AST Yes
’ n . Continuous
Tank Status Currently in MLLD Test Date ST TS 05/05/2017 ceimaenlie LY Interstitial Piping Type Pressurized CP Met Types
Use Test Date Type 3.0 P
Monitoring
. . 5 n Continuous
. Tank/Piping CP Primary Tank . Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Not Listed Detection :\Sllter_stlt[al Vapor Recovery No
onitoring
Capacity 6000 ATG Test Date Line Tightness Secondary Tank Secondary Pipe Energy Act No

Test Date Leak Detection Detection

Overfill Test Date

Facility Summary in Blaine County in the City of Turner

Location: EZZIES TURNER BULK PLANT
30153 Turner Road
Turner, MT 59542 Blaine

Facility Code: 32423
Last Inspected On: 02/26/2021

System Facility ID:60-15345 Operating Permit Renewal Date: 04/25/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ezzies Wholesale Inc

Operator Contact: David Skiff 4066542331

Owner/Operator: Ezzies Wholesale Inc
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David Jones, UST Class B Operator
David Skiff, UST Class A Operator
David Skiff, UST Class B Global Operator

09/21/2020

09/21/2020

Report Created: 11/1/2022

Flapper
Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial Yes
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LS500
Series;Incon/TS-
550 EVO

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial Yes
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-
LS500 E
Series;Incon/TS-
550 EVO

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Electronic Line

Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring
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Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-

LS500

09/21/2020 Series;Incon/TS-
550 EVO;0PW /
EMCO/TS-550
EVO

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

09/21/2020

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-

09/21/2020 LS500
Series;Incon/TS-
550 EVO

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

09/01/2020

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Franklin Fueling
Systems/TS-

09/21/2020 LS500
Series;Incon/TS-
550 EVO

Flapper
Flexible Plastic Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

09/01/2020

09/21/2020 09/01/2020 Double-Walled Double Walled No
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09/21/2020

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank

Gauging 0.2

Franklin Fueling
Systems/TS-
LS500
Series;Incon/TS-
550 EVO

Continuous
Interstitial
Monitoring




